
Wiring Information

Room Thermostat

FOR FIXED WIRING ONLY

SCR Receiver Combi-Stat

*Refer to Boiler Handbook for wiring details of Pump Overrun boilers. Use boiler manufacturers instructions.
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230V AC 50Hz
Fused 3A

3 wire connection. Max load = 2A.
Suitable for most wet CH systems.

2 wire connection. No neutral. Load = 0.1A to 0.6A.
Suitable for most wet CH systems.

2 wire connection. No neutral. 
Load = 0.6A to 6A.
Typically for higher loads 
(i.e. electric heating)
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Note:  Use this connection for gas CH 
systems, where there is no neutral wire, 
and follow set-up procedure. If current 
reading above 0.6 amps, wire as 2 wire 
connection opposite. 2 wire connection 
no Neutral.
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